The atmosphere is an important pathway in the transfer of radionuclides from nuclear power plants into the environment and population. Acceptance of radiation dose to the environment and population affected by the radionuclides release and site conditions surrounding of the nuclear power plant. The radionuclides release in the atmosphere is giving dangerous to humans, it is necessary to further treatment for prevent its impacts.
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Introduction
Nuclear energy is one of the alternative energy being considered by the Indonesian government to maintain availability of national energy. The existence of nuclear energy implemented to build Nuclear Power Plant (NPP). According to the existence of a nuclear power plant in reactor site is requires assessment of nuclear safety to monitor and minimize the impact this may have. According to this condition, determine analysis of the consequences of radionuclides releases to the environment and population. Based on this Page 2 DOI 10.18502/ken.v1i1.466
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ICoNETS Conference Proceedings analysis it can be seen how big the consequences and the radiation dose to be public and the environment due to the condition of an accident on the rector. Radionuclides release into the environment and population can result from normal and abnormal operation of nuclear power plants. The mostly radionuclide release is through to the air, which is the radionuclide release to atmosphere.
Based on radioactive exposure pathway, radionuclide dispersion in the air will be partially deposited in the ground and will culminate in the environment through the food chain to population. The distribution of radionuclides in the atmosphere is determined by the parameters of the dispersion coefficient, while the deposition parameters are influenced by the dispersion parameter. Dispersion parameters will affected to the external and internal exposure coming from radioactive cloud, while the deposition parameters will affect to the internal and external exposure coming from radioactive deposition on the ground surface. Dispersion parameter is a parameter that is analyzed and written on the Safety Analysis Report (SAR) as part of Chapter on NPP accident analysis. Dispersion parameters can be estimated using Gaussian Plume Model (GPM) as used in computer codes TREX (Hungary), MACCS (Taiwan, USA), OSCAAR ( Japan), LENA (Brazil ), and using Lagrangian Plume Model (LPM) as used in computer codes HYSPLIT (USA), NAME III (UK), MINERVE-SPRAY (CEA-France) [1, 2, 3, 4, 5, 6, 7] . Estimation data of dispersion parameters for Muria Peninsula site plant simulation analyzed using the PC-Cosyma code has been successfully carried out [8, 9] . The dispersion parameter estimation data for a potential NPP site in Indonesia is very necessary used for build of NPP SAR document, such as for prospective new site is Bangka Belitung site. Since the dispersion coefficient data for the Bangka Belitung site have not been estimated, then the research in this field will estimated using MACCS (USA) code.
The purpose of this research is to obtain dispersion coefficient data to Sebagin (West Bangka) site using MACSS2 codes. In this research, the analysis of the dispersion coefficient and concentration of radionuclide releases for severe accident conditions in nuclear power plants with a capacity of 1000 MWe PWR reactor type. Results of this analysis are the of radionuclide dispersion patterns from nuclear power plant site and it can be able to fill on reactor accident analysis chapter in the SAR reactor. Postulation selected is a severe accident condition and the specific reactor site to be choose is Sebagin-West Bangka site. The analysis was performed for the dispersion coefficient of 8 th fission product groups radionuclides are release from the NPP are the noble gas, lanthanides, precious metals, halogens, alkali metals, tellurium, cerium, strontium and barium groups. Calculations using removable fraction of radionuclides in PWR reactors Westinghouse is calculate using MELCOR code [10, 11] .
Theory
Atmospheric dispersion modeling is basically an attempt to describe the functional relationship between pollutants emissions accordance pathways and resulting of radiation concentrations of radiation. Beside this is to predict radiological consequences cause of radionuclide concentration and radiological dose from various hypothetical scenarios are determine. In this study of radionuclides release through the atmospheric model using segmented Gaussian model Plume Models (GPM) [12] . Gaussian Plume Models general equations written in the following formula; 
Methodology
The research methodology includes a series of calculations and simulations based on postulations data, assumptions data and also based on secondary and primary data namely: 
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ICoNETS Conference Proceedings -Calculation of dispersion and deposition parameters using MACCS code -Reactor site input covering meteorology and topographical conditions were wind speed, weather stability, and solar energy in 16 wind direction and 12 radius distance (800 m, 1 km, 2 km, 3 km, 4 km, 5 km, 6 km, 7 km , 8 km, 9 km, 10 km, 15 km and 20 km from the -Nuclear power plant site. The selected topology data were taken from West Bangka data as well as the meteorological data were taken from the period of January to August 2012 with one hour interval time. The weather data is taken from 60 m from ground level and a chimney reactor height is 100 m -The calculation is done for the fission product releases to sequences within 1-96 hours.
Result and Discussion

Sourceterm Analysis
The analysis was first performed by calculating the reactor inventory. Further calculations was to determine reactor source term for severe accident conditions SBO using MELCOR fraction transport of severe accident SBO from PWR Westinghouse reactor with 3411 MWth power. It radionuclide fraction released results are shown in Table 1 . Furthermore, in Table 2 the reactor source term assumed for this SBO accident. Release fraction in the reactor building depends on the type and character of fission products, and the noble gases have the largest release fraction for each place because of the nature of noble gases do not react with the material. As for fission products which is volatile type such as alkali metal (Cs) and halogen (I) has a little more fraction compare with the noble gases release. Based on released fraction of radionuclides from reactor core to the chimney (late vessel) as written in Table 1 , the source term results are listed in Table 2 . Table 2 shows that radionuclide source term from the Noble Gas group (I, Xe and Kr) have a high level of radiation that is in order of 10 12 , this is because the Noble Gas has properties that cannot be filtered, so most of the radionuclides in this group can escape to the environment.
Furthermore the source term results in Table 2 are used for the calculation of dispersion parameters and radionuclides concentration are dispersed through the ground and the air. 
Weather Analysis in Sebagin Meteorology Station on West Bangka District
Weather analysis is conducted by describing the Wind Rose and it used to determine the direction and speed of the dominant wind blows from the nuclear power plant site in West Bangka district. Meteorological data are then used as input of the MACCS codes. The results of wind rose can be seen in Figure 1 . Figure 1 shows that the largest distribution of radionuclides to the South-East (zone 6 to 8), the West and the Southwest (zones 12 and 13) directions respectively. Based on Figure 1 can be determined safely zone for evacuation and relocation, which is in from the North to the North East-East (zones 1 to 3). 
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ICoNETS Conference Proceedings Figure 3 shows the distribution of radionuclides through air pathway decreases as a function of distance and it is proportional to the decrease of dispersion parameter value (χ/Q) as shows in Figure 2 . Figure 3 show that the greatest activity in a radius of 800 m in prospective nuclear power plant site which is an exclusion zone. Furthermore, from Figure 4 shows that the largest contributor of radionuclide exposure came from the I-131 at 52%, followed by Xe-133 by 40%, Cr-85M by 5% and Te-132 by 3%. 
Conclusion
The dispersion analysis of the PWR to the environment on a severe accident condition using MACCS code has been done for in the Sebagin-West Bangka site. The analysis were carried out for 24 -96 hours after the accident occur, where in that period the whole of radionuclides has been disperse from the reactor to the environment. Dispersion parameter decreases as a function of radius from the nuclear power plant site. The largest dispersion parameter is 6.30E-05 in radius 800 m from reactor site. Also obtained radionuclide activity dispersed through the air to the environment and the percentage of this radionuclides respectively. The largest
